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SECTION I:  SUMMARY 
 

Pursuant to the request of officials at the Penns Grove-Carneys Point Regional School District, personnel from HORIZON 
ENVIRONMENTAL GROUP, INC. performed indoor air quality testing services at the Lafayette-Pershing Elementary School 
facility in Carneys Point, New Jersey.   
 
According to recent research, some molds may produce adverse medical effects in some individuals.  While fungi, including 
molds, are naturally occurring and always found in normal indoor environments where they cannot be totally eliminated, 
the owner should be proactive in dealing with any situations regarding mold which may occur in the building.  This 
includes quick responses to any complaints about odors or discomfort by occupants or visitors, quickly cleaning up water 
leaks, immediately removing water damaged ceiling tiles, carpets or building materials, identifying and miti gating the 
source of the damage to these materials, restricting the presence of plants in the building, monitoring the humidity in the 
building and not allowing food to be left out.  Research has shown that all of these factors can aid in promoting the growth 
of mold in indoor environments.  In addition, because of the inherent dampness, it is recommended that floor coverings 
used on  below-grade concrete slab floors be those specifically designed for that application.   
 
All tests are a depiction of the conditions at the site at the time of the collection of the samples.  Exterior samples are 
especially sensitive to the conditions (temperature, humidity, wind, urban/rural setting, etc.) present at the time the 
sample is collected.  Therefore, it is not uncommon to find a particular type of fungus on an indoor sample and not find the 
same type of fungus on the outdoor control sample collected as part of the sampling protocols, even though that particular 
type of fungus may be common in exterior environments. 
 
The analytical laboratory uses the terms "acceptable," "slightly elevated" and "elevated" as an interpretation guideline for 
each type of fungus that it is found on a sample.  According to the analytical laboratory, "acceptable" describes a 
concentration for a particular type of fungus that is equal to or less than the outdoor background sample.  "Slightly 
elevated" describes a level that is above that of the outdoor background, but less than ten times (10X) greater and 
"elevated" describes a level on an indoor samples that is more than ten times (10X) that of the outdoor level.  It should be 
noted that, as stated in the previous paragraph, outdoor samples are sensitive to the conditions present at the time the 
sample is collected and that this may affect the ratio used to classify a result as "acceptable," "slightly elevated" or 
"elevated."  Each result should be evaluated individually in conjunction with other factors observed in the sample location, 
such as noticeable odors, visible growth, temperature, humidity and the condition and contents of the area.    
  
The district should maintain a proactive approach to mitigating fungi growth and the factors involved in fungi growth.  In 
accordance with the manufacturer's specifications, the district should regularly clean, disinfect and replace the filters in 
HVAC fixtures and equipment, including the unit ventilators.  In addition, carpets should be cleaned regularly and food 
should not be eaten in carpeted areas.  When mopping tile floors adjacent to carpeted areas, the staff should ensure that the 
carpets do not get wet.  Mop heads and other cleaning equipment should be maintained in a clean state or replaced as 
needed.  Trash, especially cardboard or other paper-based materials, should not be left in crawlspace areas.  When ceiling 
tiles are replaced, the old tiles should be removed and disposed of, not left in the area above suspended ceiling.  Appliances 
such as microwave ovens, washing machines, dryers, dishwashers and garbage disposals should be cleaned and disinfected 
regularly. 
 
Horizon Environmental Group, Inc. makes no assertions as to the medical effects of any airborne material which may be 
found inside or outside the facility.  It is strongly recommended that medical and/or toxicological professionals be 
consulted when considering the data described herein.  
 
Due to the COVID-19 pandemic, school has not been in session since mid-March. 

 



 

SECTION II:  TESTING PROCEDURES AND RESULTS 
 

Air-O-Cell Air Sampling Procedures - September 5, 2020 
 
Air -o-cell air samples were collected at five (5) indoor locations and one outdoor location at the Lafayette-Pershing 
Elementary School facility in Carneys Point, New Jersey.  The samples were collected on September 5, 2020, using a high 
volume air sampling pump and air-o-cell cassettes provided by the analytical laboratory.  The sampling media on the cassettes 
were then analyzed for fungal spores using optical microscopy (EMSL Method M001) by EMSL Analytical, Inc. of Cinnaminson, 
New Jersey.  Levels of fungi are reported in count per cubic meter (Count/m³).    
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Alternaria (Ulocladium) -- -- -- -- 1 6 1 6 -- -- 1 20 

Ascospores 5 100 2 40 1 20 3 60 -- -- 70 1400 

Aspergillus/Penicillium  -- -- 1 20 -- -- -- -- -- -- 8 200 

Basidiospores 170 3760 34 680 12 240 17 340 -- -- 1110 22300 

Bipolaris 1 7 -- -- -- -- -- -- -- -- -- -- 

Chaetomium -- -- -- -- -- -- 1 20 -- -- 2 40 

Cladosporium 7 200 5 100 8 200 1 20 -- -- 46 920 

Curvularia -- -- -- -- 4 20 3 20 -- -- -- -- 

Epicoccum -- -- -- -- -- -- -- -- -- -- 1 20 

Ganoderma -- -- -- -- -- -- 1 20 -- -- 23 460 

Myxomycetes 2 40 -- -- 8 200 1 20 -- -- 10 200 

Pithomyces -- -- -- -- 1 20 1 6 -- -- 1 20 

Rust -- -- -- -- 1 20 1 20 -- -- 1 20 

Scopulariopsis/Microascus -- -- 1 20 -- -- -- -- -- -- -- -- 

Stachybotrys/Memnoniella -- -- -- -- 1 20 -- -- -- -- -- -- 

Unidentifiable Spores -- -- -- -- 1 20 1 20 -- -- 1 20 

Blakeslea/Choanepora 3 20 -- -- -- -- -- -- -- -- -- -- 

Cercospora -- -- -- -- -- -- -- -- -- -- 2 40 

Coelomycetes 1 20 1 20 1 20 -- -- -- -- 4 80 

Paecilomyces-like -- -- -- -- -- -- -- -- -- -- 11 220 

Pestalotia/Pestalotiopsis -- -- -- -- -- -- -- -- -- -- 1 20 

TOTAL 189 4147 44 880 39 786 31 552 NONE DETECT 1292 25980 

Hyphal Fragments -- -- 2 40 5 100 1 20 1 20 3 60 

Insect Fragments -- -- -- -- 1 20 1 20 -- -- 1 20 

Pollen 1 20 -- -- -- -- -- -- -- -- 6 100 

 

SLIGHTLY ELEVATED  -  Concentration above background level in exterior sample 
 

It should be noted the total levels of fungi reported on each interior sample are significantly lower than the level reported on 
the exterior control sample.    










