South Jersey

856-875-3506 puone
856-875-3507 Eax

wwiy.sjwatertest.com
NI DEP Cettified 1.ab #08006

Water Test, Lic

4077 South Black Horse Pike
Williamsiown, NJ 08054

Lafayette-Pershing School

237 Shell Road
Carneys Point, NJ 08069

Results of Lead Analysis

Date & Time Sampled: 04/14/2017 09:55 - 10:44

Date & Time Analyzed: 04/25/2017 11:53 - 16:02

Sample Location | Sample Result Action Level

Field Reagent Blank (FRB) <2.00 )
LP-B-1001 3.97 15.5
LP-F-1002 3.46 15.5
LP-WF-1005 <2.00 15.5
LP-F-1003 17.0 15.5
LP-SP-1004 50.3 15.5
LP-B-1007 <2.00 15.5
LP-B-1006 2.67 15.5
LP-F-1008 2.60 5.5
LP-F-1009 8.80 15.5
LP-F-1010 10.0 15.5
LP-B-1011 9.69 15.5
LP-WF-1012 <2.00 15.5
LP-WF-1013 3.09 15.5
LP-B-1014 <2.00 15.5
LP-B-1016 21.4 15.5
LP-B-1015 <2.00 5.8
LP-B-1021 4.24 15.5
LP-B-1019 <2.00 15.5
LP-B-1018 2.88 15.5

Units - ug/L = ppb
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South Jersey

Water Test, r.c

4077 South Black Horse Pike
Williamstown, NJ 08094

856-875-3506 Phone
856-875-3507 Fax

www.sjwatertest.com
NJ DEP Certified Lab #08006

Lafayette-Pershing School

237 Shell Road
Carneys Paint, NJ 08068

Results of Lead Analysis
Date & Time Sampled: 04/14/2017 09:55 - 10:44

Date & Time Analyzed: 04/25/2017 11:53 - 16:02

Sample Location | Sample Result Action Level
LP-B-1020 3.90 15.5
LP-B-1023 2.26 15.5
LP-B-1022 14.0 15.5
LP-B-1025 <2.00 15.5
LP-B-1024 <2.00 15.5
LP-B-1027 24.0 15.5
LP-B-1026 <2.00 15.5
LP-B-1029 <2.00 15.5
LP-B-1028 <2.00 15.5
LP-B-1030 <2.00 15.5
LP-B-1031 <2.00 15.5
LP-B-1017 16.0 15.5

Units - ug/L = ppb

Action Level: The concentration of lead which determines whether some form of corrective action may be necessary.
QA/QC: Labaratary Fortified Blank (LFB) meets criteria of plus or minus 15% recovery.
Field Reagent Blank (FRB} concentration equals <2.00 ug/L.

< S/f?

Mark J. Riether, Laboratory Director " 'Date
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www,sjwatertest.com
N3 OEP Certited Lab 408004

South Jersey
Water Test, Lic

4077 South Black Horse Pike
Williamstown, NJ 08094

856-875-3506 phone
856-875-3507 1ax

Field Street School

144 Field Street
Carneys Point, NJ 080869

Results of Lead Analysis

Date & Time Sampled: 04/14/2017 12:20 - 13:00

Date & Time Analyzed: 04/25/2017 16:08 - 16:43
Date & Time Analyzed: 04/26/2017 10:28 - 12:58

Sample Location Sample Result Action Level

Field Reagent Blank (FRB) <2.00 15.5
FS-F-1014 <2.00 15.5
FS-F-1015 <2.00 15.5
FS-SP-1016 66.0 15.5
FS-F-1023 2.26 15.5
FS-F-1013 <2.00 15.5
FS-F1012 2.58 15.5
FS-F-1011 6.30 15.5
FS-WF-1017 <2.00 15.5
FS-WF-1021 <2.00 15.5
FS-WF-1022 <2.00 15.5
FS-F-1020 2.25 15.5
FS-WEF-1001 <2.00 15.5
FS-WF-1002 <2.00 15.5
FS-F-1003 <2.00 15.5
FS-B-1004 2.76 15.5
FS-WF-1005 <2.00 15.5
FS-WF-1006 <2.00 15.5
FS-WF-1007 <2.00 15.5
FS-WF-1008 <2.00 15.5

Units - ug/L = ppb
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South Jersey

Water Test, 1i.c

4077 South Black Horse Pike
Williamstown, NJ 08094

856-875-3506 phone
856-875-3507 Fan

www,gjwatertest.com
NJ DEP Cerniifiecd Lab 408006

Field Street School

144 Field Street
Carneys Point, NJ 08069

Results of Lead Analysis

Date & Time Sampled; 04/14/2017 12:20- 13:00

Date & Time Analyzed: 04/25/2017 16:08 - 16:43
Date & Time Analyzed: 04/26/2017 10:28 - 12:58

Sample Location Sample Result Action Level
FS-B-1009 <2.00 ks
FS-B-1010 <2.00 15.5

FS-WF-1019 <2.00 15.5
FS-WF-1018 <2.00 15.5

Units - ug/L = ppb

Action Level: The concentration of lead which determines whether some form of corrective action may be necessary.
QA/QC: Laboratory Fortified Blank (LFB) meets criteria of plus or minus 15% recovery.
Field Reagent Blank (FRB) concentration equals <2.00 ug/L.

<Js )

Mark J. Rlether, Laboratory Director Daté

20f2



South Jersey

Water Test, vic

4077 South Black Horse Pike
Williamstown, NJ 08094
856‘875—3506 Phone
856-875-3507 ran

“'\\'“’.Sj“‘i“cl‘ll‘sl.cuﬂ!
NI DEP Certificd Lab #08006

Paul W. Carleton School

251 Maple Avenue
Penns Grove, NJ 08069

Results of Lead Analysis
Date & Time Sampled: 04/14/2017 10:55 - 11:16

Date & Time Analyzed: 04/24/2017 14:10 - 15:58

Sample Location Sample Result Action Level

Field Reagent Blank (FRB) <2.00 15.5
CS-WF-1001 <2.00 15.5
CS-F-1002 32,3 15.5
CS-F-1003 2.04 15.5
CS-SP-1004 17.8 15.5
CS-WF-1007 <2.00 15.5
CS-F-1008 2.01 15.5
CS-WF-1009 <2.00 15.5
CS-WF-2003 2.30 15.5
CS-WF-2002 <2.00 15.5
CS-WF-2001 <2.00 15.5
CS-WF-1006 <2.00 15.5
CS-WF-1005 <2.00 15.5

units - ug/L = ppb
Action Level: The concentration of lead which determines whether some form of corrective action may be necessary.

QA/QC: Laboratory Fortified Blank (LFB) meets criteria of plus or minus 15% recovery.,
Field Reagent Blank {FRB) concentration equals <2.00 ug/L.

A

‘Mark J. Riether, Laboratory Director Date
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South Jersey

Water Test, Lic

4077 South Black Horse Pike
Wiltiamstown, NJ 08094

856-875-3506 Phouc
856-375-3507 kax

wiww.sjwatertest,com
NI DEP Certificd Lab #08006

Penns Grove Middle School

351 Maple Avenue
Penns Grove, NJ 08069

Results of Lead Analysis

Date & Time Sampled: 04/14/2017 11:25-12:02

Date & Time Analyzed: 04/24/2017 16:04 - 16:43
Date & Time Analyzed: 04/25/2017 10:13 - 11:30

Sample Location Sample Result Action Level

Field Reagent Blank (FRB) <2.00 15.5
MS-WF-1008 <2.00 15.5
MS-F-1006 5.29 15.5
MS-SP-1007 3.06 15.5
MS-F-1002 6.64 15.5
MS-F-1005 11.2 15.5
MS-F-1003 <2.00 15.5
MS-F-1004 2.66 15.5
MS-WF-1009 <2.00 15.5
MS-WF-1011 <2.00 15.5
MS-WF-1001 <2.00 15.5
MS-WF-2001 <2.00 15.5
MS-WF-2002 <2.00 15.5
MS-WF-2003 <2.00 15.5
MS-WF-2004 <2.00 15.5
MS-WF-3002 <2.00 15.5
MS-WEF-3001 <2.00 15.5

Units - ug/L = ppb
Action Level: The concentration of lead which determines whether some form of corrective action may be necessary,
QA/QC: Laboratory Fortified Blank {LFB) meets criteria of plus or minus 15% recovery.
eagept Blank (FRB) concentration equals <2.00 ug/L.

7 S} s / |7
Mark J. Riether, Laboratory Director " Date
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South Jersey

Water Test, Lic

4077 South Black Horse Pike
Williamstown, NJ 08094

856-875-3506 phone
856-875-3507 rax

wwiw.sjwatertest.com
NJ DEP Cerlificd Lab £08006

Penns Grove High School
334 Harding Highway
Carneys Point, NJ 08069

Results of Lead Analysis
Date & Time Sampled: 04/14/2017 08:55 - 09:42

Date & Time Analyzed: 04/21/2017 14:27 - 17:05
Date & Time Analyzed: 04/24/2017 13:11-14:05

Sample Location Sample Result Action Level

Field Reagent Blank (FRB) <2.00 15.5
HS-WF-1011 7.23 15.5
HS-WF-1012 <2.00 15.5
HS-WF-1009 <2.00 15.5
HS-WF-1010 <2.00 15.5
HS-F-1013 4.12 15.5
HS-F-1014 7.44 15.5
HS-SP-1018 <2.00 15.5
HS-IM-1030 <2.00 15.5
HS-F-1017 7.31 15.5
HS-S-1019 8.60 5.5
HS-F-1015 5.76 15.5
HS-F1016 3.38 15.5
HS-F-1020 3.67 15.5
HS-F-1021 12.4 15.5
HS-F-1022 4.18 15.5
HS-F-1023 5.44 15.5
HS-F-1024 3.40 15.5
HS-WF-1026 <2.00 15.5
HS-WF-1028 4.15 15.5

Units - ug/L = ppb
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South Jersey

Water Test, vic

4077 South Black Horse Pike
Williamstown, NJ 08094
856-875-3506 Phone
856-875-3507 rax

www,sjwatertest.com
NI DEP Certified Lab aUsiiG

Penns Grove High School

334 Harding Highway
Carneys Point, N) 08069

Results of Lead Analysis
Date & Time Sampled: 04/14/2017 08:55 - 09:42

Date & Time Analyzed: 04/21/2017 14:27 - 17:05
Date & Time Analyzed: 04/24/2017 13:11 - 14:05

Sample Location Sample Result Action Level
HS-WF-1001 2.56 15.5
HS-WF-1002 4.76 155
HS-WF-1003 <2.,00 15.5

HS-F-1004 6.95 15.5
HS-F-1006 3.36 15.5
HS-WF-1007 <2.00 15.5
HS-WF-1008 2.30 [

Units - ug/L = ppb

Action Level: The concentration of lead which determines whether some form of corrective action may be necessary.
QA/QC: Laboratory Fortified Blank (LFB) meets criteria of plus or minus 15% recovery.
Field Reagent Blank (FRB) concentration equals <2.00 ug/L.

,, o/s)

~d

‘Mark J. Riethef, Laboratory Director Date
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South Jersey

Water Test, 1.i.c

4077 South Black Horse Pike
Williamstown, NJ 08094
856-875-3506 Phone
856-875-3507 rax

www.sjwatertest.com
NJ DEP Certified 1.ah #0R00G

Penns Grove Carneys Point School District Office

100 lona Avenue
Penns Grove, NJ 08069

Results of Lead Analysis

Date & Time Sampled: 04/14/2017 12:08 - 12:12

Date & Time Analyzed: 04/25/2017 11:36- 11:47

Sample Location Sample Result Action Level
Field Reagent Blank (FRB) <2.00 15.5
DO-F-1001 <2.00 15.5
DO-F-1002 <2.00 15.5

Units - ug/L = ppb

Action Level: The concentration of lead which determines whether some form of corrective action may be necessary.
QA/QC: Laboratory Fortified Blank (LFB) meets criteria of plus or minus 15% recovery.
Field Reagent Blank (FRB) concentration equals <2.00 ug/L.

g‘/x/n

Mark J. Riether, Laboratory Director Date
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